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Dear Mr. Patel:

Per your authorization of the referenced proposal, this geotechnical engineering report has been
prepared for use in the development of plans and specifications for the proposed Atascadero
Hotel project at 233 Atascadero Road in Morro Bay, California. Preliminary geotechnical
engineering recommendations for site preparation, grading, utility trenches, foundations,
interior slabs-on-grade and exterior pedestrian flatwork, retaining walls, pavement sections,
drainage and maintenance, and observation and testing are presented herein. Results of the Low
lmpact Development (LlD) infiltration testing are also included for your use in assessing the
infiltration potential in the test areas. One electronic copy and one paper copy of this report
have been provided to you. Additional electronic copies can be forwarded upon request.

We appreciate the opportunity to have provided professional services for this project and look
forward to working with you again in the future. lf there are any questions concerning this report,
please do not hesitate to contact the undersigned
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1.0 INTRODUCTION AND SITE SETTING

Atascadero Hotel is proposed at 233 Atascadero Road in Morro Bay, California. The project
location is indicated on the Site Vicinity Map - Figure 1 in Appendix A. The project will mainly
consist of constructing the 3-story hotel, which will likely consist of steel and/or wood-frame

construction. Dead plus live column and wall loads have not yet been provided, but are

anticipated to range from L50 to 175 kips, and 6 to 8 kips per lineal foot, respectively. Additional
improvements will consist of an entry porte-cochere that will be connected to the hotel, Portland

cement concrete (PCC) pedestrian flatwork, PCC and asphalt concrete (AC)vehicular pavements,

utilities, retaining walls that are a maximum of 3 feet tall, and Low lmpact Development (LlD)

features such as detention basins. To the best of our knowledge, no other improvements are
planned. The síte is relatively level; therefore, cuts and fills will likely be limited to 2 feet or less

for general site grading, with cuts up to 4 feet for the proposed detention basins.

The site is at the northwest corner of Highway 1 and Atascadero Road (Highway 4tl, and is bordered
by Morro Bay High Schoolto the north, Atascadero Road to the south, the entrance road to the High

School to the west, and the Highway 1 southbound offramp to the east. The site is currently
undeveloped, with the exception of underground gas and overhead power lines running through
the southern portion of the site in a generally east-west direction. The site surface is covered
with a light to moderate growth of grass and weeds.

2.O SCOPE OF SERVTCES

The scope of work included a general site reconnaissance, field exploration and infiltration
testing, laboratory testing, geotechnical analysis of the data gathered, and preparation of this
report. The analysis and subsequent recommendations were based on correspondence with the
client, and a preliminary site plan (AXIS GFA 2077) provided by the client.

This report and recommendations are intended to comply with the considerations of Sections

1-803.L through 1803.6, J104.3 and J104.4, as applicable, of the 2016 California Building Code
(CBC) and common geotechnical engineering practice in this area under similar conditions at this
time. The test procedures were accomplished in general conformance with the standards noted,
as modified by common geotechnical engineering practice in this area under similar conditions
at this time.

Preliminary geotechnical engineering recommendations for site preparation, grading, utility
trenches, foundations, interior slabs-on-grade and exterior pedestrian flatwork, retaining walls,
pavement sections, drainage and maintenance, and observation and testing are presented to
guide the development of project plans and specifications. The results of LID infiltration testing

tsL-18230-SA 1801-100.S8R
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are also included. As there may be geotechnical issues yet to be resolved, the geotechnical

engineer should be retained to provide consultation as the design progresses, and to review
project plans as they near completion to assist in verifying that pertinent geotechnical issues have

been addressed and to aid in conformance with the intent of this report.

It is our intent that this report be used exclusively by the client to form the geotechnical basis of
the design of the project and in the preparation of plans and specifications. Application beyond

this intent is strictly at the user's risk.

This report does not address issues in the domain of contractors such as, but not limited to, site

safety, loss of volume due to stripping of the site, shrinkage of soils during compaction,

excavatability, dewatering, temporary slope angles, construction means and methods, etc.

Analyses of aerial or site geology, or of the soil for corrosivity, radioisotopes, asbestos (either

naturally occurring or in man-made products), lead or mold potential, hydrocarbons, or chemical

properties is beyond the scope of this report. Any ancillary features such as flag or light poles,

temporary access roads, and non-structural fills are not within our scope and are also not

addressed. Design and/or determination of suitability of LID features such as retention basins,

bio swales, or other improvements are also beyond our scope.

ln the event that there are any changes in the nature, design, or location of improvements, or if
any assumptions used in the preparation of this report prove to be incorrect, the conclusions and

recommendations contained in this report shall not be considered valid unless the changes are

reviewed and the conclusions of this report modified or verified by the geotechnical engineer in

writing. The criteria presented in this report are considered preliminary until such time as any
peer review or review by any jurisdiction has been completed, conditions have been observed by

the geotechnical engineer in the field during construction, and the recommendations have been

verified as appropriate, or modified by the geotechnical engineer in writing.

3.0 FIELD INVESTIGATION AND TABORATORY ANALYSIS

On Decemb er L1",20L7, six exploratory borings were drilled to depths that ranged from 5 to 47 .O

feet below the existing ground surface (bgs) at the site; eight borings were also drilled to depths

that ranged from 2 to 8 feet for LID infiltration testing (four at each LID location; borings

designated Al through A4, and Bl through B4). The borings were drilled with a Mobile Drill rig,

Model B-53, equipped with a 6-inch outside diameter hollow stem auger and an automatic

hammer for sampling. As the exploratory borings were drilled, soil samples were obtained using

a ring-lined barrel sampler (ASTM D 3550-L7 with shoe similar to ASTM D 2937-L7). Standard

2sL-18230-SA 1801-100.SER
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Penetration Tests (SPT) (ASTM D 1586-1L)were also conducted at selected depths in the borings

and bulk samples were obtained from the auger cuttings. The approximate locations of the
borings are shown on Figure 2 - Exploration Location Map in Appendix A.

Soils encountered in the borings were categorized and logged in general accordance with the
Unified Soil Classification System and ASTM Ð 2488-L7. Logs of the borings are presented in

Appendix A, along with a Boring Log Legend. ln reviewing the boring logs and legend, the reader

should recognize that the legend is intended as a guideline only, and there are a number of
conditions that may influence the characteristics observed during drilling. These include, but are

not limited to, the presence of cobbles or boulders, cementation, variations in soil moisture,
presence of groundwater, and other factors. lt should also be noted that the descriptions of
bedrock must span and much wider range of density and strength characteristics than soil, and

are relative to other bedrock strata. For example, weathered bedrock may be described as "soft,"
yet it will be considerably harder than almost any type of soil. Conversely, a clay soil may be

described as "hard," however, it will not be nearly as hard as even "soflt" bedrock such as the
shale encountered at the site. Consequently, the logger must exercise judgment in interpreting
soil characteristics, possibly resulting in soil descriptions that vary from the legend.

Two bulk samples were tested for maximum density and optimum moisture content (ASTM

D 1557-I2, modified), with one of the samples tested for remolded direct shear (ASTM D 3080/D
3080M-11). Rdditional testing of bulk samples consísted of one expansion index test (ASTM

D 4829-LLl and one R-Value test (ASTM D 2844/D 2844M-L3). Select ring samples were tested
for bulk density (ASTM D 2937-L7, modified for ring liners) and one ring sample was tested for
consolidation (ASTM D 2435/D 2435M-LL). Two SPT samples were each tested for moisture
content (ASTM D 2276-f}l and plastic limit (ASTM D ßf8-fi1. The results of the laboratory tests

are presented in Appendix B.

4.0 GENERAL SUBSURFACE PROFILE

All borings encountered alluvial soils that consisted of very soft to stiff lean clays with variable

amounts of sand and gravel, and loose clayey sand. The surficial soils were underlain by

additional alluvium that consisted of interbedded layers of loose to medium dense poorly graded

sand with variable amounts of clay and silt, medium dense poorly graded gravel with variable

amounts of clay and sand, and stiff sandy lean clay, which extended to approximately 43.5 feet
bgs in Boring 2. Hard and weathered Franciscan Melange bedrock (metavolcanic rock) was

encountered below the alluvium and extended to the maximum depth explored of approximately
47.0 feet bgs, where practical refusal was met.

3sL-18230-SA 1801-100.SER
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Ground water was encountered in Borings L through 3 at depths that ranged from 1-3.5 to 16 feet
bgs.

5.0 LID INFILTRATION TESTING

Eight borings were drilled for infiltration tests to depths that ranged from 2 to 8 feet bgs with the
same drill rig described above. After drilling was completed, a 2-inch diameter perforated pipe

was installed in each of the test borings and the annular spaces around the pipes were filled with
gravel. lnfiltration testing was performed in general accordance with the referenced methods

developed by this firm in cooperation with Central Coast Low lmpact Development lnitiative
(Earth Systems Pacific 20131.

lnitially, infiltration testing consisted of introducing water into each of the test borings to just

below existing grade. This water level was then maintained at constant head for 30 minutes. The

water was then shut off and the amount of water introduced into each of the test borings was

recorded. Readings of the change in water level were then recorded at various time intervals

over a period of approximately 4 hours. Following testing, the pipes were removed and the test
borings were backfilled with on-site soil. The LID infiltration test results are attached in Appendix

c.

Constant head infiltration testing resulted in introducing 1 to 20.5 gallons of water over a period

of 30 minutes at 2 to 8 feet of head. Falling head tests resulted in infiltration rates of 0.5 to 8.5

inches per hour. These test results indicate a slow to fast rate of infiltration. The test results only
indicate the infiltration rate at the specific location and under specific conditions. Sound

engineering judgment should be exercised in extrapolating the test results for other conditions
or locations. Technical design references vary in methods they present for using these types of
test results. However, most references include reduction, safety, and/or correct¡on factors for
several parameters including, but not limited to, size of the LID system relative to the test volume,

number of tests conducted, variability in the soil profile, anticipated silt loading, anticipated
biological buildup, anticipated long-term maintenance, and other factors. Typically, in aggregate

these factors range from about 2.5 to 50 depending upon the method used. Based on ground

water levels encountered at this site, available ground water data in the area from the California

Department of Water Resources (CDWR 2018) and our experience in the area, a ground water
depth of 1.2 feet below existing grades should be used for design. The final determination of the
means by which these data are used is left to the design engineer.

4sL-18230-SA 1801-100.S8R
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6.0 coNcLustoNs
ln our opinion, the site is suitable, from a geotechnical engineering standpoint, for the proposed

hotel building and other improvements discussed in the "lntroduction and Site Setting" section

of the report, provided the recommendations contained herein are implemented in the design

and construction. The primary geotechnical concern at this site is the potential for seismic

settlement due to liquefaction. The results of our seismic analysis, the site soil's very low
resistance to traffic loads, expansion potential and erosion potential are also discussed below.

Seismicallv lnduced Settleme Resultine from Liouefaction

The term "liquefaction" refers to the liquefied condition and subsequent loss of soil strength that
can occur in soils when they are subjected to a sudden shock, such as that generated during an

earthquake. Studies of areas where liquefaction has occurred have led to the general conclusion
that saturated soil conditions, low soil density, grain sizes within a certain range, and a sufficiently
strong earthquake are factors that, in combination, create a potential for liquefaction. During
liquefaction, the energy from the earthquake causes the water pressure within the pores of the
soil to increase. The increase in water pressure decreases the friction between the soil grains,

allowing the soil grains to move relative to one another. During this state, the soil will behave as

a viscous liquid, temporarily losing its ability to support foundations and other improvements.
The high-pressure water will flow along the path of least resistance, which may be to the ground

surface. As it flows, the water carries sand and silt in suspension, often releasing these materials

on the surface in cone-shaped deposits called "sand boils"; the surface release is called "surface

rupture" or "ground-surface disruption."

The potential for liquefaction was assessed based upon data obtained from the exploratory
borings. Groundwater was encountered in the exploratory borings as shallow as 13.5 feet below
the ground surface; based on information in the area (CDWR 2018) and our experience in the
area, groundwater may become as shallow as L2 feet bgs. The soils encountered in the borings

consisted of interbedded layers of fine grained, cohesive soils (lean clay layers) and coarse
grained, loose to medium dense, cohesionless soils (poorly graded sand and gravel layers) that
began at approximately 13 feet below existing grade and totaled approximately 20 feet in
cumulative thickness (to a depth of approximately 43.5 feet below existing grades). The

cohesionless soil layers have the potential to liquefy and were screened in our liquefaction
analysis.

Liquefaction analysis also requires an earthquake magnitude and a peak mean ground

acceleration (PGArvr). The seismicity of nearby faults was analyzed by deaggregating fault
characteristics to determine the statistical mean and modal earthquake magnitudes that

5sL-18230-SA 1801-100.SER
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contributed to the site's PGAn¡. These two magnitudes were then compared and the higher of
the two was used in the analysis. ln this case, the modal magnitude was higher than the mean

magnitude; the modal magnitude was7.7. The PGAy was determined using methods described

in the "Foundations" section of this report, which resulted in a PGAvr of 0.4569.

Borings L through 3 were reviewed and analyzed for liquefaction potential, following the
guidelines of Special Publication 117A (CDMG 1997, Revised 2008), and using LiqSVs, an SPT-

based liquefaction analysis program developed by Geologismiki (2016). The program allows the
use of analysis methods developed by NCEER (1997), with recommendations from Youd et al.

(200L), and ldriss and Boulanger (2}t4l. lnput parameters included the depth to groundwater,

SPT N values, fines contents and the plasticity of fines, and the seismic parameters developed

from the seismic analyses. A design groundwater level of 12 feet was used for the analyses. A
factor of safety of L.3 was used to determine the liquefaction potential.

Based on the results of our analysis, the saturated, loose to medium dense cohesionless layers

are considered potentially susceptible to liquefaction. The total dynamic settlement within these
zones was est¡mated to be up to 5 inches, with differential settlement estimated to be on the
order of 3 inches over a horizontal distance of 25 to 30 feet. Based on the work by Youd and

Garris (1995), the non-liquefiable cap thickness of approximately 13 feet is sufficient to prevent

surface rupture, such as sand boils; therefore, the estimates above appear to be reasonable.

Foundations and/or subsurface conditions should be designed and/or modified to address the
potential for significant settlement due to liquefaction. One option to resist liquefaction is to
utilize deep foundations (i.e., piles) for structure supporU the piles would bear through the upper
potentially liquefiable zone and into more dense, non-liquefiable materials at depth. Another
option is ground improvement, which typically consists of displacing the soil with an auger to the
bottom of the liquefiable layers and injecting grout or consolidating gravel into the resulting soil

voids, thus densifying the soil; conventional shallow foundations would then be constructed over
the ground improvement elements. Deep foundations and ground improvement options are

relatively expensive when compared to conventional shallow foundations constructed over
prepared subgrade. On this site, it is our opinion that a hybrid solution involving over-excavation

and reinforcement of the soil, and a rigid mat foundation, can be utilized provided the client and

architect/engineer understand and accept the risks involved.

Mat foundations distribute the structural loads over a wider area of the soil, and can be designed

to be sufficiently rigid such that the foundation will act as an integral unit in the event of
liquefaction. The foundation should be designed to accommodate the shear and bending

6sL-18230-SA 1801-100.SER
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stresses that could result from the anticipated differential seismic settlement due to liquefaction.

A relatively low bearing value is also recommended, as is a design of the foundations to
accommodate a span of lost bearing at any point within the foundation. The owner must

recognize, however, that if liquefaction occurs as a result of a major earthquake, there will be a

risk of movement and possibly some damage to the structure and its foundations.

lf an earthquake slightly smaller than the earthquake with the design parameters analyzed were

to occur, the resulting dynamic settlement would be of a lesser magnitude than that calculated

using the previously mentioned design parameters.

Regardless of the magnitude of the causative earthquake, the result of the ensuing seismic

settlement would be that the structure would likely no longer be level. Our intent in
recommending the mat foundations is to provide a system that would remain sufficiently intact

such that re-leveling would be feasible. Re-leveling would most likely be accomplished by mud-
jacking or pressure-grouting the foundations back to their original elevation.

The architect/engineer should determine ¡f the calculated potential settlements and the
proposed foundation type are compatible with the project. Detailed recommendations regarding

this site development option are discussed in the "Grading" and "Foundations" sub-sections of
the "Preliminary Geotechnical Recommendations" section of this report. lf the client and/or

architect/engineer determine this site development concept is not compatible with the proposed

project then a deep foundation system or ground improvement would be needed. The

geotechnical engineer should be contacted to provide supplemental recommendations in the
event that deep foundations or ground improvement are to be utilized at this site.

Seismic Analvsis

A seismic analysis was undertaken to provide seismic acceleration design parameters. The 20L0

ASCE 7 method with 2013 updates, available on the United States Geological Survey Earthquake

Hazards Program website (USGS 2OL8), was used. The project was considered to be a

"nonessential" facility from the perspective of risk category as described by the CBC. Site

coordinates of 35.38066 degrees north and L20.85664 degrees west as taken from the Google

Earth website (Google 2018) were used in the analysis. Based upon the subsurface conditions

encountered during our investigation, the site should be classified as Site Class D (Stiff So¡l). The

results of the seismic hazard analysis are presented in the "Foundations" section of this report.

7sL-18230-SA 1801-100.SER
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Low Resistance to Traffic Loads

An R-Value, or resistance to deformation under repeated loading, test was performed on a

sample of the sandy lean clay at the site. The test resulted in a value of 7, which indicated that
the surficial soils have a low resistance to the types of loads imposed by traffic. Pavement

sections based upon an R-Value of 7 are presented later in this report. Depending upon the soils

actually present at subgrade elevation following rough grading, additional R-Value testing may

be warranted, and AC and aggregate base (AB) sections should be adjusted accordingly.

Exoansion Potential of Surficial Soils

Expansion index testing performed on a sample of the materials in the upper portion of the
borings resulted in a value of 40; per 2016 CBC 1803.5.3, the site soils are considered to be

expansive. Expansive soils tend to swell with seasonal increases in moisture and shrink during
the dry season as subsurface moisture decreases. The volume changes that these materials

undergo in this cyclical pattern can stress and damage slabs and foundations if precautionary

measures are not incorporated into the design and construction procedures. The mat foundation

system recommended as a partial liquefaction mitigation measure is considered to be sufficient
to resist potential stresses induced by expansive soil. lmported non-expansive soils are

recommended to be placed beneath exterior pedestrian flatwork. All expansive soils should be

moisture conditioned to at least 1 percent above optimum prior to compaction.

Erosion Potential

The soils at the site are considered to be erodible; therefore, caution should be exercised to
protect the soil from erosion during and following construction.

7.0 PRELIMINARYGEOTECHNICAL RECOMMENDATIONS

These recommendations are applicable for the proposed project as described in the
"lntroduction and Site Setting" section of this report. lf locations, elevations, structural loads,

etc. change, or if other improvements not previously mentioned are included, the geotechnical

engineer should be contacted for revised recommendations. ln developing the following
recommendations, it was assumed that irrigated landscaping or flatwork will be installed within
a zone of at least five feet around the perimeter of the structure or other improvements; the
intent is to keep the soils in a relatively uniform moisture condition year-round.

Unless otherwise noted, the following definitions are used in the recommendations presented

below. Where terms are not defined, definitions commonly used in the construction industry are

intended.

8sL-18230-SA 1801-100.SER
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o Building Area: The building area is defined as the area within and extending a

minimum of 5 feet beyond the perimeter of the foundation for the proposed
building. The building area also includes the footprint of any improvements which
are rigidly connected to the structure and that are expected to perform in a similar
manner.

o Sitework Retaining Wall Area: The area within and extending a minimum of 2
feet beyond the footprint of any sitework retaining wall foundation.

o Flatwork Area: The area within and extending a minimum of 1 foot beyond the
limits of exterior pedestrian flatwork.

o Pavement Area: The area within and extending a minimum of L foot beyond the
limits of any areas to receive AC or PCC pavement, such as roadways, parking
areas, driveway aprons, and/or trash enclosure pads.

o Grading Area: The entire area to be graded, including the building areas, sitework
retaining wall areas, flatwork areas, pavement areas, and any areas where surface
improvements will be constructed or fill will be placed.

. Subtrade: The elevation of the surface upon which a sand cushion/non-expansive
imported material or aggregate base will be placed for flatwork or pavement,
respectively.

o Existing Grade: Elevations of the site that existed as of the date of this report.

o Finish Pad Grade: The elevation in the building area where earthwork operations are
typically considered to be complete. lt does not include any sand or gravel that might
be placed below mat foundations or slabs-on-grade in association with vapor
protection.

o Scarified: Thoroughly plowed or ripped in two orthogonal directions to a depth
of not less than I inches.

o Moisture Conditioned: Soil moisture content adjusted to at least L percent above
optimum moisture content priorto application of compactive effort.

o Compacted / Recompacted: Soils placed in level lifts not exceeding 8 inches in

loose thickness and compacted to a minimum of 90 percent of maximum dry
density, unless specified otherwise. The standard tests used to establish
maximum dry density and field density should be ASTM D L557-L2 and ASTM
D6938-17, respectively, or other methods acceptable to the geotechnical
engineer and jurisdiction.

9sL-18230-SA 1801-100.SER
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Site Preparation

L. The ground surface in the grading area should be prepared for construction by removing
all existing improvements, foundations, concrete, vegetation, debris, and other
deleterious materials. Any existing utility lines that will not remain in service should be

either removed or abandoned. The appropriate method of utility abandonment will
depend upon the type and depth of the utility. Recommendations for abandonment
during construction can be made as necessary.

Voids created by the removal of materials or utilities described above should be called to
the attention of the geotechnical engineer. No fill should be placed unless the underlying
soil has been observed by the geotechnical engineer.

Grading

1. Following site preparation, the existing soils within the building area should be removed

to a minimum of 5 feet below lowest existing grade, or to 5 feet below the lowest

foundation element, whichever is deeper. The exposed surface should be scarified,

moisture conditioned and recompacted.

Following recompaction of the excavated surfaces within the building area, geotextile

stabilization fabric (Mirafi RS580i, or equivalent) should be placed in the excavation. The

fabric should be stretched as tightly as practicable, and held in place using pins or other
methods recommended by the manufacturer. The fabric should also be overlapped on

the sides as recommended by the manufacturer, and extended up the sidewalls of the

excavation with a minimum of 5 feet of extra material above the excavation bottom.

A minimum of 2 feet of on-site soil or imported materials mentioned below should be

placed over the fabric throughout the entire excavation. The materials should be placed

in at least 2 lifts, and each lift should be moisture conditioned and compacted.

Following placement of the 2 feet of compacted soil, the fabric that was extended up the

sidewalls should be pulled over the top of the compacted soil and stretched as tightly as

practicable. A layer of geogrid (Tensar Tri-Ax TX-7) should then be placed over the top of
the fabric and compacted soil, with a minimum of 3 feet of overlap over the fabric, and

secured in place per the manufacturer.

2

3.

4
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Following placement of the geotextile, soil layer and geogrid in the building area,

previously removed soils and appropriate imported soils may be replaced over the
geotextile/geogrid-encased soil in thin, moisture conditioned lifts and compacted to finish
pad grade.

The first lift of fill above the geotextile/geogrid should be placed by end-dumping and

spreading ahead of the earthmoving equipment. No equipment should be allowed to
travel over the geotextile/geogrid until at least 6 inches of fill has been placed over it. The

first lift of soil over the geotextile/geogrid should be compacted using heavy rubber-tired

equipment; subsequent lifts of fill may be compacted using static or vibratory sheepsfoot

compactors.

All utility lines below the proposed structure should be placed in the zone of compacted

backfill above the top layer of geotextile/geogrid. lf utility lines must penetrate the
geotextile/geogrid, the geotextile/geogrid should be removed and replaced per the
ma n ufacturer's recom mendations.

Following site preparation, the existing soils in sitework retaining wall foundation areas

should be over-excavated to a minimum of 2 feet below existing grade. The exposed

surface should be scarified, moisture conditioned and recompacted. After recompaction,

moisture conditioned fill may be placed and compacted to bottom of footing elevation.

Following site preparation, the existing soils in areas to receive fill, pavement, flatwork or

other improvements should be scarified, moisture conditioned and recompacted.

Any additional fill to be placed within building or flatwork areas should consist of non-

expansive fill within the top L2 inches below mat slabs, slabs-on-grade, or flatwork.

Following over-excavation and/or scarification as recommended above, previously

removed site soils may be used for fill to finish grade throughout the grading area.

Non-expansive materials are defined as materials that fall in the GW, GP, GM, GC, SP, SW,

SC and SM categories per ASTM D 2487-LI, and that have an expansion index of L0 or less

(ASTM D 4829-LL). Proposed non-expansive materials should be reviewed by the
geotechnical engineer before being brought to the site, and on an intermittent basis

during placement. The clean sand layer described in the "lnterior Slabs-on-Grade and

Exterior Pedestrian Flatwork" section of this report (if utilized)is considered to be part of
the minimum recommended depth of non-expansive material, not in addition to it.

6

7

8

9
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lmported non-expansive soils used in the building areas should have strength qualities

equal to or better than the site soils. Proposed imported materials should be reviewed

by the geotechnical engineer before being brought to the site, and on an intermittent
basis during placement.

All materials used asfillshould be cleaned of alldebris and any rocks largerthan 3 inches

in maximum dimension. When fill material includes rocks, the rocks should be placed in

a sufficient soil matrix to ensure that voids caused by nesting of the rocks will not occur

and that the fill can be properly compacted.

15 lf the soils become unstable, or if the recommended compaction cannot be readily

achieved, drying the soil to just above optimum moisture content may be necessary.

Placement of gravel layers or geotextiles may also be necessary to help stabilize unstable

soils. Soils that are disturbed in any manner should be removed, moisture conditioned,

and recompacted.

16. The recommended soil moisture content should be maintained throughout construction.
Failure to maintain the soil moisture content can result in cracks and disturbance, which

are an indication of degradation of the soil compaction. lf cracks are allowed to develop,

or if soils near improvements such as foundations, flatwork, pavement, curbs, etc. are

otherwise disturbed, damage to those improvements may result. Soils that have been or
are otherwise disturbed should be removed, moisture conditioned, and compacted.

Utility Trenches

t. Unless otherwise recommended, utílity trenches adjacent to foundations should not be

excavated within the zone of foundation influence, as shown in Typical Detail A in
Appendix D.

Utilities that must pass beneath a foundation should be placed with properly compacted

utility trench backfill and the foundation should be designed to span the trench.

A select, non-corrosive, granular, easily compacted sand should be used as bedding and

shading immediately around utilities. All trench backfill above the select material within
the building, flatwork, and pavement areas should consist of properly compacted non-

expansive material, as defined in the "Grading" section of this report. The site soils may

be used for trench backfill above the select material within landscape, or otherwise

unimproved areas.

2.

3
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4. ln general, trench backfill should be compacted to a minimum of 90 percent of maximum

dry density. The upper L2 inches of subgrade and all aggregate base for trench backfill in
pavement areas should be compacted to a minimum oÍ 95 percent of maximum dry

density.

Trench backfill should be placed in level lifts, moisture conditioned, and compacted to the

minimums noted above.

Compaction of trench backfill by jetting or flooding is not recommended except under

extraordinary circumstances. However, to aid in encasing utility conduits, particularly

corrugated drain pipes, and multiple, closely spaced conduits in a single trench, jetting or

flooding may be useful. Flooding or jetting should only be attempted with extreme

caution, and any jetting operation should be subject to review by the geotechnical

engineer.

The recommendations of this section are minimums only, and may be superseded by the

requirements of the architect/engineer, the recommendations of pipe manufacturers or

utility companies, or the requirements of the governing jurisdiction based upon soil

corrosivity or other factors.

Foundations

L Due to the potential for liquefaction-induced settlement, the proposed hotel may be

constructed on a reinforced concrete mat foundation that is supported by reinforced soil

(see the "Grading" Section for soil reinforcement recommendations). Reinforcement for
the mat foundation should be determined by the architect/engineer.

2. The mat foundation can consist of a uniform thickness, or consist of variable thickness

with slabs and grade beams (a "waffle slab"). Mat edges should have a minimum depth

of 18 inches below lowest adjacent grade.

The mat should be designed for maximum dead plus live areal bearing pressures of 500

psf, with isolated areas under columns not exceeding L,000 psf. Using these criteria,

maximum settlement and differential settlement under static conditions are expected to
be on the order of 0.75 inch, and 0.5 inch over a horizontal distance of 25 to 30 feet,

respectively. With the recommended soil reinforcement program successfully completed

in combination with a mat foundation, we anticipate seismic settlement will remain

7

3
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unchanged at up to 5 inches; however, differential seismic settlement would be reduced

to 2 inches over a horizontal distance of 25 to 30 feet, for total and differential settlement
(static plus seismic) on the order of 5.75 and 2.5 inches, respectively.

A prelimínary stat¡c subgrade modulus of 5 pci should be used by the structural engineer

to perform the initial Structural Analysis by Finite Elements (SAFE), or similar. Once we

receive the SAFE-type output from the structural engineer, we can provide equal

subgrade modulus contours across the mat area so that the structural engineer can

determine the type and amount of reinforcement needed.

Sitework Retainins Walls

Footings bearing in properly compacted soil as described in the "Grading" section, and having a

minimum overall depth of L8 inches below lowest adjacent grade may be used to support the
sitework retaining walls. Sitework retaining wall footings may be designed for maximum

allowable dead plus live bearing pressures of 3,000 psf and should be reinforced as required by

the arch itect/en gi neer.

Foundations - General

T Allowable capacities may be increased by one-third when transient loads such as wind or
seismicity are included. Foundations may be designed using the following 2016 CBC

seismic parameters:

SEISMIC PARAMETERS

ln calculating resistance to lateral loads, passive equivalent fluid pressures of 300 pcf may

be used for foundations bearing on compacted fill. A coefficient of friction of 0.35 may

also be utilized in the design. The lateral capacities are based on the assumption that the

soil adjacent to the foundations is properly compacted. Passive and friction resistance

components may be combined in the analysis without reduction to either value.

2
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Foundation excavations should be observed by the geotechnical engineer during

excavation and prior to placement of formwork, reinforcing steel or concrete. Soil in

foundation excavations should be lightly moistened and no desiccation cracks should be

present prior to concrete placement.

Due to the current use of impermeable floor coverings, water-soluble flooring adhesives,

and the speed at which buildings are now constructed, moisture vapor transmission

through interior slabs and mats is a much more common problem than in past years.

Where moisture vapor transmitted from the underlying soil would be undesirable, the

mat should be protected from subsurface moisture vapor. A number of options for vapor
protection are discussed below; however, the means of vapor protection, including the

type and thickness of the vapor barrier, if specified, are left to the discretion of the

a rch itect/engineer.

Several recent studies including those of ACI Committee 302 (ACl 2OO4) have concluded

that excess water above the vapor retarder increases the potential for moisture damage

to floor coverings and could increase the potential for mold growth or other microbial

contamination. The studies also concluded that it is preferable to eliminate the typical

sand layer beneath the slab or mat and place the slab or mat concrete in direct contact

with a "Class A" vapor retarder, particularly during wet weather construction. However,

placing the concrete directly on the vapor retarder requires special attention to using the
proper vapor retarder (see discussion below), a very low water-cement ratio in the

concrete mix, and special finishing and curing techniques.

Probably the next most effective option would be the use of vapor-inhibiting admixtures

in the mat concrete mix and/or application of a sealer to the surface of the mat. This

would also require special concrete mixes and placement procedures, depending upon

the recommendations of the admixture or sealer manufacturer.

Another option that may be a reasonable compromise between effectiveness and cost

considerations is the use of a vapor retarder protected by a sand layer beneath the mat.

lf a "Class A" vapor retarder (see discussion below) is specified, the barrier can be placed

directly on finish pad grade. The barrier should be covered with a minimum 2 inches of
clean sand. lf a less durable vapor retarder is specified (Class B or C), a minimum of 4
inches of clean sand should be provided on top of pad grade, and the retarder should be

placed in the center of the clean sand layer. Clean sand is defined as well or poorly graded

sand (ASTM D 2487-LI) of which less than 3 percent passes the No. 200 sieve.

5
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Where specified, vapor retarders should conform to ASTM Standard E 1745-L7. This

standard specifies properties for three performance classes; Class A, B and C. The

appropriate class should be selected based on the sensitivity of floor coverings to
moisture intrusion and the potential for damage to the vapor retarder during placement

of mat reinforcement and concrete.

Regardless of the vapor retarder selected, proper installation of the retarder (ASTM E

t643-1L/L7) is criticalfor optimum performance. All seams must be properly lapped, and

all seams and utility penetrations properly sealed in accordance with the vapor retarder

man ufactu rer's recommendations.

Positive drainage away from the building should be maintained; see the "Drainage and

Maintenance" section for additional discussion of this issue. lf water is allowed to pond

immediately adjacent to a building, it may seep into the ground and migrate laterally

through cracks or utility penetrations in the foundation, ultimately gaining access above

the vapor retarder. The presence of water above the retarder could potentially result in

vapor transmission through the mat for months or years. Any sand placed between the
vapor retarder and the mat should be moistened only as necessary to promote concrete

curing. Saturation of the sand should be avoided, as the excess moisture could also result

in vapor transmission through the mat for months or years.

For foundations within 10 horizontal feet of LID areas (such as detention basins and bio-

swales), moisture protection should consist of deepened curbs, cut off walls or

impermeable membranes that extend to at least the bottoms of detention basins or at

least 2 feet below any foundations {for basins). Cut off walls or curbs should be at least 6

inches wide; impermeable membranes should have a minimum thickness of 10 mils and

should line the entire sides of the basins nearest the foundation and should extend within
the sloped areas of the basins to at least L0 horizontalfeet from the foundations.

To reduce shrinkage cracks in concrete, the concrete aggregates should be of appropriate

size and proportion, the water/cement ratio should be low, the concrete should be

properly placed and finished, contraction joints should be installed, and the concrete

should be properly cured. This is particularly applicable to slabs that will be cast directly

upon a vapor retarder and those that will be protected from transmission of vapor by use

of admixtures or surface sealers. Concrete materials, placement, and curing

specifications should be at the direction of the architect/engineer; ACI 302.1R-04 (ACl

2004lr is suggested as a resource for the architect/engineer in preparing such

specifications.

9

10.
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Exterior Pedestrian Flatwork

L. Exterior pedestrian flatwork should have a minimum thickness of 4 inches and should

consist of No. 3 rebar placed at 24 inches on-center each way. lf the thickness of non-

expansive soil below the flatwork is less than L2 inches, the minimum reinforcement

should consist of No. 4 rebar at L8 inches on-center each way.

2. ln conventional construction, it is common to use 4 to 6 inches of sand below exterior
pedestrian flatwork. However, due to the expansion potential of the site soils, there will
be a significant risk of movement and damage to the flatwork if conventional measures

are used. Heaving and cracking will likely occur. This movement could be reduced by the
placement of additional non-expansive material beneath the flatwork. lf it is desired to
mit¡gate the majority of the expansive soil conditions, then at least 12 inches of imported

non-expansive material should be provided below the ff atwork where the expansive site

soifs are exposed at finish grade. lf ¡t ¡s acceptable for the flatwork to experience

movement due to expansive soils, then the thickness of the non-expansive soil can be

reduced. Under all flatwork, however, the thicker the non-expansive layer, the better the

expansive soil protection.

3. Another measure that can be taken to reduce the risk of movement of flatwork due to
expansive soils is to provide thickened edges or grade beams around the perimeters of
the flatwork, in addition to providing at least 12 inches of imported non-expansive

material below the slabs. lf ¡t is desired to mitigate the majority of the expansive soil

conditions in this manner, then the thickened edges or grade beams could be up to 15

inches deep. lf ¡t ¡s acceptable for the flatwork to experience movement, then the

thickened edges or grade beams can be reduced. At a minimum, any thickened edge or
grade beam should be reinforced by two No. 4 rebar, one at the top and one at the

bottom.

It is recognized that the measures discussed above for protecting exterior pedestrian

flatwork from expansive soils are expensive, possibly more expensive than simply

replacing flatwork that has heaved and/or cracked. Consequently, the measures noted

previously for protecting exterior flatwork are only suggestions for consideration by the

owner and/or architect/engineer. The degree to which exterior flatwork is protected

from expansive soil damage is left to the discretion of the owner and/or

a rch itect/engineer.

4
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Flatwork should be constructed with frequent joints to allow articulation as the flatwork
moves in response to seasonal soil temperature and moisture variations. The expansive

soil underlying any non-expansive material placed below flatwork should be moisture

conditioned, and no desiccation cracks should be present, prior to casting the flatwork.

Exterior Pedestrian F latwork - General

To reduce shrinkage cracks in concrete, the concrete aggregates should be ofappropriate
size and proportion, the water/cement ratio should be low, the concrete should be

properly placed and finished, contraction joints should be installed, and the concrete

should be properly cured. Concrete materials, placement, and curing specifications

should be at the direction of the architect/engineer; ACI 302.1R-04 is suggested as a

resource for the architect/engineer in preparing such specifications.

For flatwork within 10 horizontal feet of LID areas (such as detention basins and bio-

swales), moisture protection should consist of deepened curbs, cut off walls or
impermeable membranes that extend to at least the bottoms of detention basins or at

least L foot below subgrade elevation. Cut off walls or curbs should be at least 6 inches

wide; impermeable membranes should have a minimum thickness of L0 mils and should

line the entire sides of the basins nearest the flatwork and should extend within the

sloped areas of the basins to at least 10 horizontal feet from any flatwork.

Retaining Walls

L. All retaining walls should be founded in compacted engineered fill at a minimum overall

depth of 18 inches below lowest adjacent grade, as described in the "Foundations"

section.

Retaining wall foundation excavations should be observed by the geotechnical engineer
prior to placing reinforcing steel.

3. The following parameters may be used in the design of retaining walls:

Active equivalent fluid pressure (native soil) ............... 45 pcf

35 pcf

60 pcf

50 pcf

T

2

2

Active equivalent fluid pressure (imported sand or gravel backfill)

At-rest equivalent fluid pressure (native soil) ...........

At-rest equivalent fluid pressure (imported sand or gravel backfill)
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Passive equivalent fluid pressure (compacted fill) .300 pcf

Maximum toe pressure (compacted fill) 3,000 psf

,.......0.3sCoefficient of sliding friction..............

No surcharges are taken into consideration in the values presented above. The maximum

toe pressure is an allowable value; no factors of safety, load factors or other factors have

been applied to the remaining values.

lf retaining walls are designed using the values for sand or gravel backfill stated in

paragraph 3 above, only imported sand or gravel backfill should be used exclusively above

a L:L plane extended upward from the back of the wall footing to daylight, except as

noted in the following paragraph.

The final foot of fill behind retaining walls should be backfilled with appropriate native

soil, except in areas where slabs-on-grade, flatwork or pavement will abut the top of the

wall. ln those cases, the backfill should extend to the non-expansive material or aggregate

base underlying the slab, flatwork or pavement, as appropriate. lf gravel is utilized as

retaining wall backfill, a permeable synthetic filter fabric conforming to the Caltrans

Standard Specifications, Section 96-1.028 - Class C (Caltrans 2015), should be placed

between the gravel and the soil to reduce the infiltration of soil into the gravel.

The active and at-rest pressures presented above are applicable to a horizontal retained

surface behind the wall. Walls having a retained surface that slopes upward from the wall

should be designed for an additional equivalent fluid pressure of 1 pcf for the active case

and L.5 pcf for the at-rest case, for every degree of slope inclination.

Section 1803.5.12.1 of the 2016 CBC requires that dynamic seismic lateral earth pressures

be provided by the geotechnical engineer for walls retaining more than 6 feet of backfill.

As the planned retaining wall heights for this project will not exceed 3 feet, this is not

considered to be necessary. lf retaining walls are planned to be taller than 6 feet, the
geotechnical engineer should be notified to provide revised recommendations.

Long-term settlement of properly compacted on-site soils or imported sand/gravel

retaining wall backfill should be assumed to be about 0.3 to 0.5 and 0.25 to 0.3 percent

of the depth of the backfill, respectively. Any improvements that are constructed near

the tops of retaining walls should be designed to accommodate the long-term settlement.

9.
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Additionally, the geotechnical engineer should be notified if improvements are to be

constructed adjacent to retaining walls so that appropriate recommendations can be

applied for additional lateral earth pressures resulting from the improvements.

All retaining walls should be drained with perforated pipe encased in a free-draining
gravel blanket. The pipe should be placed atop the wall foundation with perforations

downward, and should discharge in a non-erosive manner away from foundations and

other improvements. ln addition, the pipe should be at least 4 inches below the bottom

of any adjacent slabs. lf such a placement cannot be achieved, a subslab gravel drain

should be provided. The geotechnical engineer should be contacted for additional

recommendations forthe subslab drain layer, as needed. The gravel blanket should have

a width of approximately 1 foot and should extend upward to approximately 1 foot from
the top of the wall backfill. Where sand will be utilized for backfill, a permeable synthetic

filter fabric should be placed between the gravel and sand, as stated above. The final foot
behind retaining walls should be backfilled with appropriate native soil as described

above. Manufactured synthetic drains, such as Miradrain or Enkadrain are acceptable

alternatives to the use of gravel, provided that they are installed in accordance with the

recommendations of the manufacturer.

Where weep hole drainage can be properly discharged, the perforated pipe may be

omitted in lieu of weep holes on maximum 4-foot centers. A filter fabric as described

above should be placed between the weep holes and the drain gravel.

Walls facing areas where moisture transmission through the wall would be undesirable

should be thoroughly waterproofed in accordance with the specifications of the

arch itect/engineer.

The architect/engineer should bear in mind that retaining walls by their nature are flexible

structures, and that surface treatments on walls often crack. Where walls are to be

plastered or otherwise have a finish applied, the flexibility should be considered in

determining the suitability of the surfacing material, spacing of horizontal and vertical

control joints, etc. The flexibility should also be considered where a retaining wall will

abut or be connected to a rigid structure, and where the geometry of the wall is such that
its flexibility will vary along its length.
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Pavement Sections

AC Pavement

An R-value, or resistance to deformation under repeated loading, test was performed on a

sample of the native surficial soils at the site; the test resulted in a value of 7. The following AC

pavement sections are based upon the tested R-value and assumed Traffic lndices (Tls) of a.0

through 6.0. Determination of the appropriate Tlfor specific areas of the project is left to others.

The AC sections were calculated in accordance with the method presented in the "Highway

Design Manual" (Caltrans 2OL7l. The calculated AC and Class 2 aggregate base (AB)thicknesses

are for compacted material. Normal Caltrans construction tolerances should apply.

R-value Traffic lndex AC (inl Class 2 AB (inl

7 4.0 2.25 8.0

7 4.s 2.50 9.0

7 5.0 2.7s 10.0

7 5.5 3.00 11.5

7 6.0 3.25 r2.s

PCC Pavement

L lf unreinforced Portland cement concrete pavement is planned, the following section is

recommended:

o 8 inches plain PCC (4,000 psi minimum)

o Full depth construction joints at 10 to L2-foot centers each way

o #4 smooth joint dowels at L2-inch centers

o t2 inches Class 2 aggregate base, compacted to a minimum of 95 percent of
maximum dry density

2. lf reinforced concrete pavement is planned, the following section may be used:

o 6 inches PCC (4,000 psi minimum)

o No. 4 rebar at 18-inch centers each way

o Full depth construction joints at 10 to 12-foot centers each way

o No. 4 smooth joint dowels at L8-inch centers

o L2 inches Class 2 aggregate base, compacted to a minimum of 95 percent of
maximum dry density
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Alternately, the pavement may be designed by the architect/engineer for the appropriate

loads. lf a minimum of tZ inches of aggregate base compacted to a minimum of 95

percent of maximum dry density is provided, the design may be based on a subgrade

modulus of 300 pci (psi/in). Specification of concrete properties and reinforcing is left to
the architect/engi neer.

Pavement Sections - General

AC and PCC pavement should be constrained by curbs, gutters, flatwork, walls, etc.; free

edges to the pavement should be avoided.

AC and PCC pavement should be set back a minimum of 5 feet from any descending slope.

Alternately, deepened curbs may be used to constrain the pavement. Where curbs will
be deepened in lieu of the recommended setback, the individual situation should be

reviewed and specific recommendations prepared by the geotechnical engineer.

Subgrade and aggregate base should be firm and unyielding when proof-rolled with
heavy, rubber-tired grading equipment prior to continuing construction.

Finished pavement surfaces should be sloped to freely drain toward appropriate drainage

facilities. Water should not be allowed to stand or pond on or adjacent to pavement, as

it could cause premature pavement deterioration or improvement damage.

To reduce migration of surface drainage into the subgrade, maintenance of pavement

areas is critical. Any cracks that develop in the pavement should be promptly sealed.

For pavements within 10 horizontal feet of LID areas (such as detention basins and bio-

swales), moisture protection should consist of deepened curbs, cut off walls or
impermeable membranes that extend to at least the bottoms of detention basins or at

least 1 foot below subgrade elevation. Cut off walls or curbs should be at least 6 inches

wide; impermeable membranes should have a minimum thickness of 10 mils and should

line the entire sides of the basins nearest the pavements and should extend within the
sloped areas of the basins to at least 10 horizontal feet from the pavements.

The local jurisdiction may have additional requirements for pavement or pavers that
could take precedence over the above recommendations.

L
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Drainage and Maintenance

L Unpaved ground surfaces should be graded during construction, and per Section 1804.4

of the 2Ot6 CBC, should be finish graded to direct surface runoff away from foundations,

slopes, and other improvements at a minimum 5 percent grade for a minimum distance

of L0 feet. lf this is not practicable due to the terrain, proximity of property lines, etc.,

swales with improved surfaces, area drains, or other drainage features should be

provided to divert drainage away from these areas.

Exterior pedestrian flatwork and other paved surfaces should be sloped to freely drain

toward appropriate drainage facilities. Water should not be allowed to stand or pond on

or adjacent to foundations or other improvements as it could infiltrate into the bearing

soils, causing settlement or premature deterioration.

3. Any raised planter boxes constructed adjacent to the proposed structure should be

installed with drains, with sides and bottoms sealed to reduce the potential for planter

drainage gaining access to subslab areas. Drains should also be provided in all areas

adjacent to foundations that would not otherwise drain freely.

4. All eaves of the building should be provided with roof gutters. Runoff from roof gutters,

downspouts, area drains, etc., should discharge to an appropriate outlet in a non-erosive

manner away from foundations and other improvements in accordance with the
requirements of the governing agencies. Erosion protection should be placed at drainage

outlets unless discharge is to an improved surface.

Stabilization of surface soils, particularly those disturbed during construction, by

vegetation or other means during ond following construcúion should be implemented to
protect the site from erosion damage. Care should be taken to establish and maintain

vegetation.

6. Maintenance of drainage and other improvements is critical to the long-term stability of
slopes and the integrity of the roadway improvements. Site improvements, particularly

drainage improvements, should be inspected and maintained on a regular basis. All

exterior drains should be maintained to be free-flowing.

5
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Vegetation, erosion matting or other forms of erosion protection should be used in all

areas disturbed by construction, as required by the architect/engineer. Vegetation,

erosion matting, etc., should be maintained or augmented as needed to ensure a high

level of erosion protection. lrrigation systems should be maintained so that the soils are

not over-watered or allowed to desiccate.

8. To reduce the potential for undermining of foundations, flatwork, and other
improvements, all rodent activity should be aggressively controlled and kept to an

absolute minimum.

Observation and Testing

L. lt must be recognized that the recommendations contained in this report are based on a
limited number of borings drilled at the site and rely on continuity of the subsurface

conditions encou ntered.

At a minimum, the geotechnical engineer should be retained to provide:

. Review of grading and foundation plans as they near completion

. Professional observation during grading

¡ Oversight of compaction testing during grading and backfill

. Oversight of soil special inspection during grading and foundation construction

Special inspection of grading should be provided as per Section L705.6 and Table 1705.6

of the 2016 CBC; the special inspector should be underthe direction of the geotechnical

engineer. Special inspection of the following should be provided:

. Stripping and clearing of vegetation and debris

¡ Verification of over-excavation to the correct depth, as appropriate

o Placement of geotextile and geogrid reinforcement

. Utility trench backfill

. Fill quality, placement, moisture conditioning, and compaction, including
nonexpansive material

. Foundationexcavations

. Retaining wall drains and backfill

r Pavement subgrade and AB

2
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A program of quality control should be developed prior to the beginning of the project.

The contractor or project manager should determine any additional inspection items

required by the architect/engineer or the governing jurisdiction.

Locations and frequency of compaction tests should be as per the recommendation of
the geotechnical engineer at the time of construction. The recommended test location
and frequency may be subject to modification by the geotechnical engineer, based upon

soil and moisture conditions encountered, size and type of equipment used by the
contractor, the general trend of the results of compaction tests, or other factors.

A preconstruction conference among the owner, the geotechnical engineer, the soil

special inspector, the architect/engineer, and contractors is recommended to discuss

planned construction procedures and quality control requirements.

The geotechnical engineer should be notified at least 48 hours prior to beginning

construction operations

8.0 CLOSURE

Our intent was to perform the investigation in a manner consistent with the level of care and skill

ordinarily exercised by members of the profession currently practicing in the locality of this
project and under similar conditions. No representation, warranty, or guarantee is either
expressed or implied. This report is intended for the exclusive use by the client as discussed in

the "Scope of Services" section. Application beyond the stated intent is strictly at the user's risk.

This report is valid for conditions as they exist at this time for the type of project described herein.

The conclusions and recommendations contained in this report could be rendered invalid, either
in whole or in part, due to changes in building codes, regulations, standards of geotechnical or
construction pract¡ce, changes in physical conditions, or the broadening of knowledge. lf Earth

Systems Pacific is not retained to provide construction observation and testing services, it shall

not be responsible for the interpretation of the information by others or any consequences

arising there from.

lf changes with respect to project type or location become necessary, if items not addressed in

this report are incorporated into plans, or if any of the assumptions used in the preparation of
this report are not correct, this firm shall be notified for modifications to this report. Any items

not specifically addressed in this report should comply with the CBC and the requirements of the
govern ing j u risdiction.
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The preliminary recommendations of this geotechnical report are based upon the geotechnical

conditions encountered at the site and may be augmented by additional requirements of the

architect/engineer, or by additional recommendations provided by the geotechnical engineer

based on conditions exposed at the time of construction.

This document, the data, conclusions, and recommendations contained herein are the property

of Earth Systems Pacific. This report shall be used in its entirety, with no individual sections

reproduced or used out of context. Copies may be made only by Earth Systems Pacific, the client,

and the client's authorized agents for use exclusively on the subject project. Any other use is

subject to federal copyright laws and the written approval of Earth Systems Pacific.

Thank you for this opportunity to have been of service. lf you have any questions, please feel

free to contact this office at your convenience.

End ofText
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APPENDIX A

Figure L - Site Vicinity Map
Figure 2 - Exploration Location Map

Boring Log Legend

Boring Logs
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e Earúh Syeteme Faetrflc

BORING
LOG

LEGËND

SOIL CLASSIF¡CAT¡Oru SYSTEM
)R
)Ng

EROUP
BYMBOL TYPICAL DESCRIPTIONS GRÂPI.I.

SYMBOI

3
oo
ô
tr¡z
fi
o
ru(,
ú.

oo

gËË

äËü

GW WËLLGRADED ARAVËLS, GR^VEL€AND MIXTURES, LIÏTLE OR
NOFINES

GP POORLY GRADED GRAVÊLS, GRAVEL-SAND MIXTURES,
LITTT.E OR NO FINES )

(", o t
(

GM SILTYGR.AVÊLS.
FINËS

GRAVEL€A}ID€ILT MXTURES, ¡IO'.I-PIASTIC

GC CIAYÉY GRAVELS, GRAVEL€AND.CTÁY MO(ruRES, PLASTIC
FINES

8W WËTLêRADED SANDS,6RAVËTIYAANÐÊ, LITTLE OR NO FINÊS

SP POORLY ORADËD SANDS. GRAVELLYSANDg, UTTLE OR NO
FINËS

SM *ILTY SAT-TDS, sAÀ'D-SILT MXTURES, NON-PIASNC FINES ,lll

SAMPLE I SUBSiURFACE
WATER SYMBOLS

GRAPH, sc CIáYËY $ANDS, SAND-CTAY MIXTURÉS, PLJ\STIC FIÑES

I
BÉË

äËË

ËgH
E

ML INORGANIC SILTA AND VERY FINE SANDS, SILTY, CIAYE1I
FP.IE SANOS, CIAYEY SILT9 WITH SUG}IT PLASTICITY

CÀLIFORNIA MODIFIET) I
CL

STANDARÞ PENETRATION TÊST (SPÐ o OL ORGANICSILTS
PlárSTlClTY

ANDORGANIC AILTY CI.ÂYS OF LOW

SHELåYTUBË t
MH I

BULK o CH INORGAT.¡IC CTAYA OF HIGH PIASTICITY, FATCT.AYS
SUBSURFACEWATER

DURING DRILLING
g

OH ORGANIC CLAYS OF MEÐIUM TO HIOH PI^ASTÍC]TY, ORGANIC
TILTS

ËuBsuRrAcËWATER
AFTERDRILLING v PT PEATAi,ID OT}IER HreHLY ORGANIC SOLS 7VV

OBSERVED MOISTURË CONDITION
IJ'(Y gLlt'HrLY rtfJrtir MOIST vbt(Y M{JtÐ I wtr

I ITTI F'NC} 'i,
TYPICAL GONSISTENCY

COARSE GRAINEDSOILS FINE GRA¡NED SOILS
Ë DESCÊIFTMETERM

ELO\ ,S/FO(')T DESCRIPT]VETERM
CASAMPI.EF

o-10 LOOAE o€ ,Êt<Y s;t)1.

I l-30 MEDIUMDENS¡E
õ1-A¡t DENSE 5-õ

OVERAlI 9-15 t+ STIFF
€-¡'{) æ VERY 6TIFF
E]<. o

GRAIN SIZES

U.S. STANDARD SERIES SIEVE CLEAR SQUARE SIEVE OPENING

#200 *4A #10 #4 314" 3" 12"

SILT & CL.AY
SAND GRAVEL

COBBLES SOTJLDERS
FINE MEDII,lM COARSE FINE COARSE

TYP¡CAL ROCK HARDNESS

MAJOR ÐIVISIONS TYPICAL DESCRIPTIONS

EXTREMËLY T{AITD
CORE. FRAGMENT. OR Þ(POSURE CANNOT BE SCRATCHED
N'¡T¡{-HEFEATED HEA\ry HAMMER BLOWS

W¡TH KNIFE OR SHARP PICK; CÂN ONLY BECHIPPËD

VËRY HARD CANNOT BE SCRATC}IËD WTft
HAMMERBLOI/ì'S

l(l.¡ITEON $ßRP PICK; COREOR FRAGMENT BRÊAKSW|TH REPËATED HEAVY

HARD CAN BE 8ÖRATC¡IEDWrTH KN]FËOR SHARP PICK
REOUIRED TO SREAK SPECIMEN

WÍ}| DIFFICULTY (HEAVY PRËSSURE)¡ HEÀVY I{AMMER ALOW

MOÐERATELYHARÞ
PRÊSSURE;CORE

SÕFÏ rc.¡re
FiÑIãÉñ¡W_-b BN¡NKS WTÍH UGHT TO MODERATE

OR SI"IARP PICK W'TH LIGHT PRËSSURE CA}I BE SCRATCHED IÂIIT}I
T,ANUAL FRESSURE

VERY SOFT
u, ônc¡n¡eo

UGHT MA}.¡I'AL PRESSTJRE
WTH KNIFE; SREAKSwlTH

TYPICAL ROCK WEATHËRING

MAJOR DIVISIONS TYPICAL DESCR]FÏONS

FRESH NO DISCOLORANON. NOT ÔXIÐIZEÞ

SLIGHTLYWEATHERED
TO AURFACE OF. FROMi SOME FRACTURËS

MODERA]]
WEATHER

:LY
:D

DTSOOLORAÎON OR OXIDATION Þ(TENDS FROM
'nÚsrY"I FELD$PAR CRYSTALA ARE .CLOUDY' FRACTURËS, UAUALLY T|{RoUGHoUT; FÈ'Mg MINERALS ARE

¡NTENSËLY WEAT}IERED olsCOt-On¡nON oR OX|ÞATION THRoLrGHoUr; FELDSPARÂND- FÈ!4s lul¡lE!4ls 4RE
Íõ soMÊ ÞcrËÌ,rr oR CHEMIcAL ALTERAÍ loN PRoDUcES lN sm; DISAGGREGATIoN

ALTËRËÞTOCLÂY

DECOMPOEED ÐtscoloR TtoN oR
FFLDSPARAND FE-M

>XONIO¡¡ TNNOUGHOUT, BUT RESISTANT MINEFÈALS SUCH AS QUARTZ MAY BE UNALTERED;
MINEiìAL,g ARE COMPLEÎELY ALTEREO TO CIAY



Earth Systems Pacifice LOGGED BY: M. Navarro
DRILL RIG: Mobile Drill, Model B-53 with Automatic Hammer
AUGER TYPE: 6" Hollow Stem

LEGEND: I Ring Sample Q e raO Sample E Shelby Tube Sample I Snf
NOTE: _This log of subsurface-condit¡ons is a simpl¡fication of âctual conditions encountered. lt applies at the location and time of drilling
Suþsurface cond¡tions may differ at other locations and times.

Boring No. 1

PAGE 1 OF 1

JOB NO.: SL-18230-SA
DATE: 12111117

SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, California
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õ
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ØZ3-
Qa
dH

CL

CL

CL

_sf

SANDY LEAN CLAY: dark gray brown, medium
stiff, very moist (Alluvium)

LEAN CLAY WITH SAND: dark orange, medium
stiff, moist

LEAN CLAY WITH GRAVEL. dark brown, medium
stiff, moist

POORLY GRADED SAND WITH CLAY: brown,

increasing clay content

moist

J, moist

wet

I^

Ee

0-

1

2

4

5

16

17

18

19

20

21

22
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24

25

26

6

7

I

I

10
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12
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14

15

End of Boring @ 21.5'
Subsurface water encountered @ 13.5'

1.0 - 2.5

0.0 - 5.0

3.0 - 4.5

5.0 - 6.5

'10.0 - 11.5

15.0 - 16.5

20.0 - 21.5

I

o
I

o

I

o
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NoF

1 04 0
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2
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Earth Systems Pacifice LOGGED BY: M. Navarro
DRILL RIG: Mobile Drill, Model B-53 with Automatíc Hammer
AUGER TYPE: 6" Hollow Stem

LEGEND: I Ring Sample Q CraO Sample l-- Shelby Tube Sample I Sef
NOTE:_Thislogofsubsurface-conditionsisasimpl¡f¡cationofactual cond¡tionsencountered. ltappliesatthelocationandtimeofdrilling.
Subsurface conditions may differ at other locationb and times.

Boring No.2
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JOB NO.: SL-18230-SA
DATE: 12111117

SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, Galifornia
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13

1+
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2+

26

CL

CL

SP

CL

GP

SANDY LEAN CLAY: dark brown, stiff, moist
(Alluvium)

LEAN CLAY WITH GRAVEL: dark gray brown,
medium stiff, moist

POORLY GRADED SAND WITH SILT: red brown
loose, very moist

SANDY LEAN CLAY: red brown, stiff, wet

POORLY GRADED GRAVEL WITH CLAY AND
SAND: dark gray brown, medium dense

medium stiff

--w-et- Y

1.0 - 2.5

0.0 - 5.0

3.0 - 4.5

5.0 - 6.5

10.0 - 11.5

15.0 - 16.5

20.0 - 21.5

25.O - 26.5

I

I

o
I

o

o

o
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Earth Systems Pacific

@ LOGGED BY: M. Navarro
DRILL RIG: Mobile Drill B-53 with Automatic Hammer
AUGER TYPE: 6" Hollow Stem A

LEGEND: I Ring Sample Q CraO Sample E Shelby Tube Sample I Sef
NOTE: -This log of subsurface_cond¡t¡ons ¡s a s¡mplification of actual conditions encountered. lt applies at the locat¡on and time of drilling
Subsurface cond¡t¡ons may differ at other locat¡ons and times.

Boring No.2
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JOB NO.: SL-18230-SA
DATE: 12111117

SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, California
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SC
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POORLY GRADED GRAVEL WITH CLAY AND
_ _SAl'j_D-æ.aþgvg ___ _

SANDY LEAN CLAY:yellow brown, stiff, wet

CLAYEY SAND: red brown, medium dense, wet,
trace gravel

POORLY GRADED GRAVEL WITH CLAY: red
brown, medium dense, wet

METAVOLCANIC ROCK: orange brown, hard,
moist, weathered (Franciscan Melange)
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End of Boring @ 47.0'
Subsurface water encountered @ 16.0'

30.0 - 31.5

35.0 - 36.5

40.0 - 41.5

45.0 - 45.5
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o

o
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50/'1.0"
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EaÉh Systems Pacifice LOGGED BY: M. Navarro
DRILL RIG: Mobile Drill, Model B-53 with Automatic Hammer
AUGER TYPE: 6" Hollow Stem

LEGEND: I Ring Sample Q CraO Sample E Shelby Tube Sample I Ser
NOTE: -This log of subsurface_cond¡t¡ons ¡s a s¡mpl¡ficat¡on of actual cond¡tions encountered. lt applies at the location and t¡me of drilling.
Subsurface condit¡ons may differ at other locat¡ons and times.

Boring No. 3
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JOB NO.: SL-18230-SA
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SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, California
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SANDY LEAN CLAY: gray brown, medium stiff,
moist (Alluvium)

LEAN CLAY WITH GRAVEL: yellow brown, very
soft, moist

- -c-r-[vFv snNu orangã bro-wn, roose, *-eT

POORLY GRADED SAND WITH SILT: dark
orange brown, medium dense, wet
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End of Boring @ 21.5'
Subsurface water encountered @ 15.0'

1.0 - 2.5

0.0 - 5.0

3.0 - 4.5

5.0 - 6.5

'10.0 - 11.5

15.0 - 16.5

20.0 - 21.5
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o
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o
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DRILL RIG: Mobile Drill, Model B-53 with Automatic Hammer
AUGER TYPE: 6" Hollow Stem

LEGEND: I Ring Sample Q cran Sample E Shelby Tube Sampte I sef
NOTE:,This log of subsurface cond¡tions is a simplificat¡on of aclual conditions encountered. lt applies at the location and time of drilling.
Subsurface cond¡tions may differ at other locations and times.

Boring No.4
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JOB NO.: SL-18230-SA
DATE: 12111117

SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, California
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SC CLAYEY SAND: dark brown, loose, moist
(Alluvium)
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End of Boring @ 5.0'
No subsurface water encountered.

1.0 - 2.5

0.0 - 5.0
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o
89.0 22.8
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Earth Systems Pacifice LOGGED BY: M. Navarro
DRILL RIG: Mobile Drill, Model B-53 with Automatic Hammer
AUGER TYPE: 6" Hollow Stem

LEGEND: I Ring Sample Q CraO Sample E Shelby Tube Sampte I Sef
NOTEi -This log of subsurface_condil¡ons ¡s a s¡mpl¡fication of aclual conditions encountered. lt applies at the location and time of drilling
Subsurface conditions may differ at olher locations and times.
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SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, California
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CL SANDY LEAN CLAY: dark brown, medium stiff,
moist, some gravel (Alluvium)

2

J

4

7

26

I

9

10

11

12

1J

14

16

17

18

19

20

21

24

25

End of Boring @ 5.0'
No subsurface water encountered.

1.0 - 2.5

0.0 - 5.0
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SAMPLE DATA233 ATASCADERO HOTEL
233 Atascadero Road
Morro Bay, California
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CL SANDY LEAN CLAY: dark gray brown/orange
mottled, stiff, moist (Alluvium)
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End of Boring @ 5.0'
No subsurface water encountered

1.0 - 2.5
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LEGEND: f Ring Sample Q Crao Sampte E Shetby Tube Sampte I snf
N.9Jlr_Tl:.-lg-S-"J_subsuÍacgcondit¡ons is a s¡mplification of actual cond¡tions encountered. lt appt¡es ã the tocat¡on and time of driiling.
5UÞSUnACe COndtttonS may d¡ffer at other locations and t¡mes.
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233 Atascadero Hotel

Morro Bay, CA

BUIK DENSITY TEST RESUTTS

sL-18230-SA

ASTM D 2937-L7 (modífíed for ring liners)

January 75,2OtB

BORING

NO.

DEPTH

feet

MOISTURE

CONTENT, %

WET

DENSITY, pcf

DRY

DENSITY, pcf

1

1_

L

2

2

2

2

2

2

3

3

3

3

4

5

6

2.0 -2.5

4.0 - 4.5

6.0 - 6.5

2.0 -2.5

4.0 - 4.5

6.0 - 6.5

11.0 - 11.5

16.0 - 16.5

zt.o - 21".5

2.0 -2.s

4.0 - 4.5

6.0 - 6.s

11.0 - 11.5

2.0 -2.5

2.0 -2.5

2.O -2.s

26.6

L5.4

Lt.2

11.8

t9.7

L2.4

15.6

18.0

18.3

16.6

20.8

13.2

29.9

22.8

23.1

18.5

7L4.2

L20.O

129.2

L29.O

L27.8

!20.4

126.9

90.3

L04.0

LL6.3

LLs,4

106.8

107.1

l-09.8

101.5

108.0

L21.5

120.3

109.3

112.8

94.7

87.t

89.4

107.3

92.7

89.0

91.6

79.9

EXPANSION INDEX TEST RESULTS ASIM D 4B2s-1.1.

BORING

NO.

DEPTH

feet

EXPANSION

INDEX

2 0.0 - 5.0 40



233 Atascadero Hotel

Morro Bay, CA

CONSOTIDATION TEST

sL-L8230-SA

ASTM D 24351D2435M-7t

Boring #3 @ 1L.0 - 11.5'

Lean Clay with Gravel (CL)

Ring Sample

o.825

0.775
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VOID RATIO vs. NORMAL PRESSURE DIAGRAM
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VERTICAL EFFECTIVE STRESS, ksf

January 15, 2018

DRY DENSITY:92.2 pcf

MOISTURE CONTENT: 29.9%

SPECIFIC GRAVITY; 2.70 (assumed)

lNlTlAL VOID RATIO: 0.829
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233 Atascadero Hotel

Morro Bay, CA

sL-18230-SA

wlOlSfUFf-Ogn¡SW C TEST AsrM D rssT-tz(Modiried)

PROCEDURE USED: B January LS,2OLB

PREPARATION MEIHOD: Moist Boring #1 @ 0.0 _ 5.0'

RAMMER TYPE: Mechanical Sandy Lean Clay (CL)

SPECIFIC GRAVITY: 2.72 (assumed)

SIEVE DATA MAXIMUM DRY DENSITY: 118.2 pcf

OPTIMUM MOISTURE: 15.2%Sieve Size % Retained (Cumulative)
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233 Atascadero Hotel
Morro Ba¡ CA

sL-18230-SA

DIRECT SHEAR AsrM D 3o8o/D3osoM-11(modified for consolidated, undrained conditions)

January L5, 2018

Boring #1 @ 0.0 - 5.0'

Sandy Lean Clay (CL)

Compacted to 90% RC, saturated

3,000

2,500

2,000

1,500

1,000

500

lNlTlAL DRY DENSITY: L06.4 pcf

lNlTlAL MOISTURE CONTENT: 15.2%

PEAK SHEAR ANGLE (Ø):21"

COHESION (C):699 psf

SHEAR vs. NORMAL STRESS

o
CL

uí
.D
IIJ
É,
(Í,
É.

l!
Io

>

ta

a

1,000 '1,500
0

0 500

NORMAL STRESS, psf

2,000 2,500



233 Atascadero Hotel

Morro Bay, CA

DIRECT SHEAR continued

sL-18230-SA

ASTM D 3080/D3080M-11 (modified for consolidated, undrained conditions)

Boring #1 @ 0.0 - 5.0'

Sandy Lean Clay (CL)

Compacted to90% RC, saturated

SAMPLE NO.: 32L

January L5,2078

SPECIFIC GRAVITY: 2.72 (assumed)

AVERAGE

INITIAL

WATER CONTENT, %

DRY DENSITY, pcf

SATURATION, %

VOID RATIO

DIAMETER, inches

HEIGHI inches

AT TEST

15.2
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SATURATION, %

VOID RATIO

HEIGHT, inches
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233 Atascadero Hotel

Morro Bay, CA

sL-18230-SA

MOISTURE.DENSITY COMPACTION TEST

PROCEDURE USED: A

PREPARATION METHOD: Moist

RAMMER TYPE: Mechanical

SPECIFIC GRAVITY: 2.65 (assumed)

SIEVE DATA:

Sieve Size % Retained (Cumulative)

3/4"

125

124

ASTM D 1s57-12 (M

January 15,2018

Boring #4 @ 0.0 - 5.0'

Dark Brown Clayey Sand (SC)

MAXIMUM DRY DENS¡TY:114.8 pcf

OPTIMUM MOISTURE: 15.3%
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233 Atascadero Hotel
Morro Bay, CA

RESISTANCE 'R' VALUE AND EXPANSION PRESSURE

sL-18230-SA

ASTM D 28441D2844M-L3

Boring #5 @ 0.0 - 5.0'

Dark Brown Sandy Lean Clay (CL)

Specified Traffic lndex: 5.0
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EXUDATION PRESSURE
CHART

800 700 600 500 400 300 200 100 0

January 15, 2018

Dry Density @ 300 psi Exudation Pressure: 100.3-pcf
%Moisture @ 300 psi Exudation Pressure:24.ty"

R-Value - Exudation pressure: 7

R-Value - Expansion pressure: 14

R-Value @ Equilibrium: 7
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APPENDIX C

LID lnfiltration Test Results



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay California

INFILTRATION TEST RESULTS

sL-L8230-SA

Infiltration Test: A1
Date Drilled: December Lt,2OL7
Date Tested: December L2,zOtT
Technician: MS

Test Hole Diameter: 6 inches
Test Hole Depth: 2.5 Feet

Test Durat¡on: 270 minutes

CONSTANT HEAD RESUTTS

Time:30 minutes
Water added: L.0 gaflon
Depth to constant head: 4.5 inches

FATLING HEAD RESULTS

INTERVAL

(Minutes)
READING

(lnches)
INCREMENTAL

FALt
(lnches)

INFIITRATION

RATE

(Minutes / Inch)

INFILTRATION

RATE

(lnches / Hour)
Begin 4.50
5.0 5.2s 0.75 6.67 9.00
5.0 6.00 0.75 6.67 9.00
5.0 6.50 0.50 10.00 6.00
s.0 7.00 0.s0 10.00 6.00
10.0 7.75 0.7s 13.33 4.50
10.0 8.25 0.50 20.00 3.00
20.0 9.00 0.75 26.67 2.25
30.0 9.s0 0.s0 60.00 1.00
30.0 10.00 0.50 60.00 1.00
30.0 10.75 0.75 40.00 1.s0
30.0 1_1_.25 0.50 60.00 L.00
60.0 L2.00 0.75 80.00 0.75



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay California

INFILTRATION TEST RESULTS

sL-L8230-SA

lnfiltration Test: A2
Date Dr¡lled: December Lt,2Ot7
Date Tested: December t2,20L7
Technician: MS

Test Hole Diameter: 6 inches
Test Hole Depth: 4.25 Feet

Test Duration: 270 minutes

CONSTANT HEAD RESUTTS

Time: 30 minutes
Water added: L.5 gallons
Depth to constant head: 4.5 inches

FATLING HEAD RESUTTS

INTERVAL

(Minutes)
READING

(lnches)
INCREMENTAT

FALI
(lnches)

¡NFILTRATION

RATE

(M¡nutes / lnch)

INFILTRATION

RATE

(lnches I Hourl
Begin 4.50
5.0 4.75 0.25 20.00 3.00
5.0 5.50 o.7s 6.67 9.00
s.0 5.75 0.25 20.00 3.00
5.0 6.25 0.50 10.00 6.00
L0.0 6.75 0.50 20.00 3.00
10.0 7.00 0.25 40.00 1.50
20.0 7.75 o.75 26.67 2.25
30.0 8.00 0.25 120.00 0.s0
30.0 8.25 o.2s 120.00 0.50
30.0 8.75 0.50 60.00 1.00
30.0 9.00 0.25 120.OO 0.50
60.0 9.50 0.50 120.00 0.50



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay California

INFILTRATION TEST RESULTS

sL-18230-SA

lnfiltration Test: A3
Date Drilled: December Lt,zOLl
Date Tested: December L2,2OL7
Technician: MS

Test Hole Diameter: 6 inches
Test Hole Depth: 6.0 Feet

Test Duration: 270 minutes

CONSTANT HEAD RESULTS

ïime: 30 minutes
Water added: 2.5 gallons
Depth to constant head: 5.5 inches

FATTING HEAD RESULTS

INTERVAL

(Minutes)
READING

(lnches)
INCREMENTAL

FALL

(lnches)

INFILTRATION

RATE

(Minutes / lnch)

INFILTRATION

RATE

(lnches I Hourl
Begin 5.50
5.0 6.00 0.50 10.00 6.00
5.0 7.s0 L.50 3.33 18.02
5.0 8.25 0.75 6.67 9.00
5.0 9.00 0.75 6.67 9.00
10.0 10.00 L.00 10.00 6.00
10.0 1.1.00 1.00 10.00 6.00
10.0 t2.oo 1.00 10.00 6.00
10.0 12.75 0.75 13.33 4.50
20.0 14.00 1..25 16.00 3.75
20.0 15.50 1.50 13.33 4.s0
20.0 1.6.75 1..25 16.00 3.75
30.0 18,25 1.50 20.00 3.00
30.0 20.75 2.s0 12.00 5.00
30.0 22.00 L.2s 24.00 2.50
30.0 23.00 1.00 30.00 2.00



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay California

INFILTRATION TEST RESULTS

sL-18230-SA

lnfiltration Test: A4
Date Drilled: December Lt,2OL7
Date Tested: December t2,2Ot7
Technician: MS

Test Hole Diameter: 6 inches
Test Hole Depth: 8.0 Feet

Test Duration: 270 minutes

CONSTANT HEAD RESULTS

Time: 30 minutes
Water added: 20.5 gallons
Depth to constant head: 2.0 inches

FAttING HEAD RESULTS

INTERVAL

(Minutes)
READING

(lnches)
INCREMENTAL

FAtt
(lnches)

INFILTRATION

RATE

(Minutes / lnchl

INFILTRATION

RATE

(lnches / Hourl
Begin 2.OO

5.0 7.50 5.50 0.91 65.93
5.0 LO.75 3.25 1..54 38.96
s.0 13.75 3.00 1..67 35.93
5.0 16.50 2.75 1.82 32.97
5.0 17.75 1..25 4.00 15.00
5.0 19.00 1.25 4.00 L5.00
10.0 23.50 4.50 2.22 27.03
10.0 27.00 3.50 2.86 20.98
10.0 30.50 3.50 2.86 20.98
10.0 34.00 3.50 2.86 20.98
10.0 36.50 2.s0 4.OO 15.00
20.0 39.75 3.25 6. L5 9.76
20.o 43.25 3.50 5.7'J. 10.51
30.0 47.OO 3.75 8.00 7.50
30.0 s3.50 6.50 4.62 12.99
30.0 57.75 4.25 7.06 8.50
30.0 62.00 4.25 7.06 8.50



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay California

INFILTRATION TEST RESULTS

sL-18230-SA

lnfiltration Test: 81
Date Drilled: December Ll,2OL7
Date Tested: December 1,2,2Ot7
Technician: CA

Test Hole Diameter: 6 inches
Test Hole Depth: 2.0 Feet

Test Duration: 27O minutes

CONSTANT HEAD RESULTS

Time:30 minutes
Water added: 1-.25 gallons
Depth to constant head: 4.0 inches

FALLING HEAD RESUTTS

INTERVAT

(Minutes)
READING

(lnches)
INCREMENTAT

FAtL
(lnches)

INFILTRATION

RATE

(Minutes / lnch)

INFILTRATION

RATE

(lnches I Hourl
Begin 4.25
15.0 7.OO 2.75 5.45 lL.Ot
15.0 7.50 0.50 30.00 2.OO
15.0 7.75 0.25 60.00 1.00
15.0 8.25 0.50 30.00 2.OO
15.0 8.s0 o.2s 60.00 1.00
30.0 8.75 o.2s t20.oo 0.50
90.0 9.75 1.00 90.00 0.67
30.0 10.00 0.25 t20.00 0.s0



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay Calífornía

INFITTRATION TEST RESUTTS

sL-18230-SA

lnfiltration Test: 82
Date Drilled: December 1.l,2OtT
Date Tested: December t2,2OI7
Technician: CA

Test Hole Diameter: 6 inches
Test Hole Depth: 4.0 Feet

Test Duration:. 270 m¡nutes

CONSTANT HEAD RESULTS

Time:30 minutes
Water added: L.1 gallons
Depth to constant head: 4.0 inches

FAttING HEAD RESULTS

INTERVAL

(Minutesf
READING

(lnches)
INCREMENTAL

FALt
(lnches)

INFILTRATION

RATE

(Minutes / lnch)

INFILTRATION

RATE

(lnches I Hourl
Begin 4.00
1s.0 6.00 2.OO 7.50 8.00
15.0 7.25 1".25 12.00 s.00
15.0 7.50 0.25 60.00 1.00
15.0 8.00 0.50 30.00 2.00
ls.0 8.75 o.75 20.00 3.00
1s.0 9.00 0.25 60.00 L.00
15.0 9.2s 0.25 60.00 1.00
15.0 9.s0 0.25 60.00 1.00
15.0 9.75 o.2s 60.00 L.00
1s.0 10.00 0.25 60.00 1_.00

L5.0 10.50 0.50 30.00 2.OO
30.0 1.1.25 0.75 40.00 1.50
30.0 11.50 0.25 120.00 0.50
15.0 'J.1..75 0.25 60.00 1.00



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay California

INFILTRATION TEST RESULTS

sL-18230-SA

lnfiltration Test: 83
Date Drilled: December tt,,2O!7
Date Tested: December L2,2017
Technician: CA

Test Hole Diameter: 6 inches
Test Hole Depth: 6.0 Feet

Test Durationz 270 minutes

CONSTANT HEAD RESUTTS

Time: 30 minutes
Water added: 7.0 gallons
Depth to constant head:2.5 inches

FATLING HEAD RESULTS

INTERVAL

(Minutes)
READING

(lnches)
INCREMENTAI.

FALL

(lnches)

INFITTRATION

RATE

(Minutes / lnch)

INFILTRATION

RATE

{fnches I Hourl
Begin 2.50
15.0 9.50 7.00 2.14 28.04
15.0 L0.75 1..25 12.00 5.00
15.0 11.50 0.75 20.00 3.00
15.0 12.00 0.50 30.00 2.00
15.0 12.75 0.75 20.00 3.00
15.0 13.75 1.00 1.5.00 4.00
15.0 L4.00 0.25 60.00 1.00
15.0 15.00 1.00 L5.00 4.00
15.0 15.50 0.50 30.00 2.00
15.0 16.50 L.00 L5.00 4.00
15.0 1.6.75 0.25 60.00 1.00
1s.0 17.50 0.75 20.00 3.00
15.0 18.00 0.50 30.00 2.OO
15.0 19.2s 1.25 t2.oo 5.00
15.0 20.00 0.75 20.00 3.00
1"5.0 20.50 0.50 30.00 2.OO



Project: 233 Atascadero Hotel
233 Atascadero Road, Morro Bay Californía

INFITTRATION TEST RESUTTS

sL-18230-SA

lnfiltration Test: 84
Date Drilled: December tt,2Ot7
Date Tested: December L2,2OL7
Technician: CA

Test Hole Diameter: 6 inches
Test Hole Depth: 8.0 Feet

Test Duration: 27O m¡nutes

CONSTANT HEAD RESUTTS

ïime:30 minutes
Water added: 3.9 gallons
Depth to constant head: 2.0 inches

FALTING HEAD RESUTTS

INTERVAL

(Minutes)
READING

(lnches)
INCREMENTAT

FAtt
(lnches)

INFITTRATION

RATE

(Minutes I lnchl

INFITTRATION

RATE

(lnches I Hourl
Begin 2.00
L5.0 1.4.75 12.75 1.L8 50.85
15.0 27.OO 12.2s 1.22 49.18
L5.0 35.25 8.25 1.82 32.97
15.0 44.75 9.50 1.58 37.97
15.0 51.50 6.75 2.22 27.03
15.0 58.00 6.50 2.31. 25.97
L5.0 65.75 7.75 L.94 30.93
15.0 68.00 2.25 6.67 9.00
15.0 7L.25 3.25 4.62 12.99
L5.0 73.25 2.00 7.50 8.00
15.0 75.75 2.50 6.00 r.0.00
15.0 76.25 0.50 30.00 2.00
15.0 77.75 1.50 10.00 6.00
15.0 78.00 0.25 60.00 1.00
15.0 79.25 L.25 12.00 5.00
15.0 79.75 0.50 30.00 2.00



APPENDIX D

Typical Detail A: Pipe Placed Parallelto Foundations



TYPICAL DETAIL A
PIPE PLACED PARALLEL TO FOU NDATIONS

Compacted backfill

Pipe

Alltrench excavation to be
above 1:1 plane as shown

2'min.

SCHET.IATIC ONLY
NOT ÏO SCALE

Foundation

Zone of foundation

No excavation allowed below
1:1 plane as shown

t
I

Compac{ed sand beddinq and shadino
per project specifications-

4378 Old Santa Fe Road
San Luis Obispo, CA 93401-8116e Earth Systems Pacific

(805) 544-3276 . FAX (8Os) 544-1786
E-mait: esp@earthsystems.com


